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Proposed Ground Floor Plan / 220 kV GIS Building
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NOTES

CONTRACTOR.

DO NOT SCALE - USE FIGURED DIMENSIONS ONLY.

ALL DIMENSIONS TO BE CHECKED ON SITE PRIOR TO
CONSTRUCTION AND ANY DISCREPANCIES TO BE HIGHLIGHTED BY
THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL
RELEVANT SPECIFICATIONS AND DRAWINGS.

ALL LEVELS ARE TO FINISHED LEVELS UNLESS OTHERWISE INDICATED.

SUBJECT TO DETAILED DESIGN REVISIONS AND PLANNING
CONDITIONS NOT KNOWN AT SCHEME DESIGN STAGE.

TENDER DRAWINGS ARE NOT FOR CONSTRUCTION.
ALL SETTING OUT AND DIMENSIONS TO BE AGREED ON SITE
BASED ON CONSTRUCTION DRAWINGS.

LEGEND

indicates site boundary

indicates proposed works

indicates existing cycle line

indicates proposed hedges and
ornamental shrubs.
**Refer to Landscape Master Plan**

indicates proposed standard trees
**Refer to Landscape Master Plan**
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Proposed First Floor Plan / 220 kV

GIS Building
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